MIAMI-DADE COUNTY
PRODUCT CONTROL SECTION

DEPARTMENT OF PERMITTING, ENVIRONMENT, AND REGULATORY 11805 SW 26 Street, Room 208
AFFAIRS (PERA) Miami, Florida 33175-2474
BOARD AND CODE ADMINISTRATION DIVISION T (786)313-2590  F (786)315-2599
NOTICE OF ACCEPTANCE (NOA) wwwanigmidade.govipera/
The Cookson Company

2417 8. 50 Avenue

Phoenix, AZ. 85043

SCOPE: This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed and accepted by Miami-Dade County PER A-Product
Control Section to be used in Miami Dade County and other areas where allowed by the Authority Having Jurisdiction
(AHD).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control Section (In
Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to have this product or
material tested for quality assurance purposes. If this product or material fails to perform in the accepted manner, the
manufacturer will incur the expense of such testing and the AHJ may immediately revoke, modity, or suspend the use of
such product or material within their jurisdiction. PERA reserves the right to revoke this acceptance, if it is determined
by Miami-Dade County Product Control Section that this product or material fails to meet the requirements of the
applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building Code,
including the High Velocity Hurricane Zone.

DESCRIPTION: Insulated Steel Roll-up Door up to 14°-5” Wide

APPROVAL DOCUMENT: Drawing No. FBC-145-120-DC-01, titled “Dade County Approved 14°-5”
wide 120 psf Insulated Rolling Steel Door™, sheets 1 and 2 of 2, dated 09/10/2010, prepared by Cornell Iron
Works, Inc, signed and sealed by Joseph H. Dixon, Jr., P.E., bearing the Miami-Dade County Product
Control renewal stamp with the Notice of Acceptance number and expiration date by the Miami-Dade County
Product Control Section.

MISSILE IMPACT RATING: Large and Small Missile Impact Resistant

LLABELING: A permanent label with the manufacturer’s name or logo, 24 Elmwood Ave., Mountain Top,
PA, model number, the positive and negative design pressure rating, indicate impact rated if applicable,
installation instruction drawing reference number, approval number (NOA), the applicable test standards, and
the statement reading ‘Miami-Dade County Product Control Approved’ is to be located on the door’s side
track, bottom angle, or inner surface of a panel.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no change
in the applicable building code negatively affecting the performance of this product,

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any product, for
sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply with any section of
this NOA shall be cause for termination and removal of NOA,

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by the

expiration date may be displayed in advertising literature. 1f any portion of the NOA is displayed, then it shall be done

in its entirety. .
"INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors and

shall be available for inspection at the job site at the request of the Building Official.

This NOA renews NOA # 10-0929.01 and consists of this page 1 and evidence page E-1, as well as approval

document mentioned above.

The submitted documentation was reviewed by Carlos M. Utrera, P.E.

NOA No. 12-0516.07
Expiration Date: May 10, 2013
Approval Date: August 23, 2012
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The Cookson Company

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

DRAWINGS “Submitted under NOA # 10-1112.06”

1. Drawing No, FBC-145-120-DC-01, titled “Dade County Approved 14°-5" wide 120 psf
Insulated Rolling Steel Door™, sheets 1 and 2 of 2, dated 09/10/2010, prepared by Cornell Iron
Works, Inc, signed and sealed by Joseph Dixen, Jr., P.E.

TESTS “Submitted under NOA # 10-1112.06”

1, Test reports on 1000 hours of Salt Spray per ASTM B117 of G-90 and G-40 painted samples,
prepared by Intertek, Test Report No. G100075502, dated 05/26/2010, signed and sealed by
Rick Curkeet, P.E. '

“Submiitted under NOA # 08-1219.05”

2. Test report on Ignition Temperature per ASTM D1929 and Flame Spread/ Smoke
generation per ASTM E84, Report No. ETC-07-1071-18738.0, prepared by ETC
Laboratories, dated 02/15/2007, signed and sealed by Joseph L. Doldan, P.E.

“Submitted under NOA # 06-1205.07”
3. Test reports on 1) Uniform Static Air Pressure Test (Structural) per FBC, TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings of Model ESD20 Thermiser Galvanized Steel Roll-up
Door, Report No. CTLA-1600W, prepared by Certified Testing Laboratories, dated
11/28/2006, signed and sealed by Ramesh Patel, P.E.

4, Test report on Tensile Test per ASTM E8 of Galvanized Steel, Report No. CTLA-
1600W and 1600W-1, prepared by Certified Testing Laboratories, dated 12/04/2006,
signed and sealed by Ramesh Patel, P.E.

CALCULATIONS “Submitted under NOA # 10-1112.06”

1. Between-jamb guide anchoring calculations and structural analysis, dated 10/22/2010,
prepared, signed and sealed by Joseph H. Dixon, Jr., P.E.
“Submitted under NOA # 08-0219.05”

2, Anchoring calculations and structural analysis, dated 12/15/2008, prepared, signed and sealed
by Joseph H. Dixon, Jr., P.E. ‘

QUALITY ASSURANCE

1. Miami-Dade Department of Permitting, Environment, and Regulatory Affairs (PERA)

MATERIAL CERTIFICATIONS

1. None,

STATEMENTS

1. Statement letter of code conformance to 2010 FBC, dated 01/27/2012, signed and sealed by
Joseph H. Dixon, Ir., P.E,

2. Test proposal issued by Architectoral Testing, Inc,, dated 04/16/2012,

3. Statement letter of no financial interest, dated 11/05/2010, signed and sealed by Joseph H.

Dixon, Jr., P.E.
4, Private labeling agreement dated 09/07/2010.
76 1620

" Carlos M. Utrera, P.E.
Product Control Examiner
NOA No, 12-0516.07

Expiration Date: May 10, 2013
Approval Date: August 23, 2012



¥ .

8 1 T 1 8 1 5 _ i 3 ] 2 i 1
Hﬂg‘o& MINMUM . ROLL-U;%E?‘;Q%EMTTOT lNchDED INTHIS LTR AEVISION DATE BY | EL00.
APPROVAL, MUE ERTIFIED BY AN INDEPENDENT * | ORIGINAL [35U8 OWI0HO | RM. .
QALVANIZED OR HOOD SUPPORT, WHEN REQUIRED TESTING AGENCY |F REQUIRED. RSV,
STAINLESS STEEL : . . ‘\\\ W. D l;‘,’
o OPERATIGN: \@ ?“ ) L\'O ,";‘
pﬂsn.up ; & 2 "“."Eu“." /l/ %‘
CHAIN (SHOWN n s, &
SPRING _/1 CRANK . / %Qonf Ri\c Ng s, “’9 _% D
ADJUSTOR [ a
% ~ , § 0.7768 <+ =
. Ford
| SHh§ i L
atorpers -] BRACKET Lo %10 % 2.4i2" SAE GR. 0, AGTM /1o - % y STATEOF o S
i A325, OR A480 HEX HEAD BOLT, 9 , f:, LR A N “U :;
b ¥;-10 NUT AND %" HARDENED 2, O =, 5L oRIOP - &’ S
- '1 FLAT WASHERS AT 17* 0.C. N N N K
o e N RS
1.780 2.150 \ o
D sLar - J l 2250 - ”0 ‘OnAL e o
| : | ' ' I- T TTTRRIAN) =
i LN I T
| : '\ ORIENTATION FOR
R R 5 243 ORIENTATION FOR CONCRETE STRUCTURE
U % STEEL §TRUCTURE OPTIONAL FOR STEEL
o [ | | 8TRUCTURE
b g 9‘ Sxx}4 ASTM A28 STEEL
l : . 6.760 1500 0.556 8LIP Eq
GUIDE ASSEMBLY G/ () GUIDE ASSEMBLY I R g g ' - e I e 8) PLATED STRUGTURAL BLIND RIVETS
b § aste ] < I
. A
°ﬂ }o : } [ 1-£|82 / I { 4x3x %y ABTM AZ8 STEEL s
i " —r— 8 ENDLOGK / WINDLOCK
WINDLOCK
o9 40 L o - 1.500 ...-.\.
4 4x}; ASTM A28 STEEL
i 17 ¥ » ¥} ASTM A38 STEEL
@ po /@) BOTTOM BAR L
o © guipe AsgemeLy pETAL
a [} HW2ZSCALE
1 ey b o‘
NOTES:
1, THI3 ROLL-AJP DOOR AYSTEM I8 DESIGNED 1N ACCORDANGE WITH THE FLORIDA
BUILOING GODS, LATEST ECITION, Al A LARGH MISSILE (MPAGT RESIFTANT BYSTEM
e e koo
PRODUCT RENEWED aurmmaslnm OTHER STRUOYUARS . ¥AND LOADS DETERMINED FOR OPERINGS BHALL
’ , , K LESA THAN OR EQUAL TO DOOR DESION PRESSURES NOTED BELCW,
us complying with the Florida
GUIDE SETBACK VARIES QUIDE SETBACK VARIES Buildi 3, THE DETAILG AND BPRCIFICATIONS BHOWN HEREIN REPREGENT THE PRODUATS
" OPENING WIDTH . ng Code TRATED FORUNIFORM BTATIC AR PRESSURE (N CONFORMANGE WITH DADE COURTY
¥ STANDARD Y STANDARD Acotptance No {2 2 7 PROTOCOLS TAS 201, 202 AND 203,
14'-5" DISTANCE BETWEEN GUIDES (D.8.0.) Expi w&%o&q&% 112200 F&;P
4. TESTING PERFORMED BV GERTIFIED TESTINOLABORATORIES {ORLANDO, £L) 25T B
. g By RIPORT Ho, CTLA-1600W.
_.I l._ 0210 : L/ Product Control #, BUPERIMPOSED LOADE ON THE JAMAS FROM THIS DOOR ARE DESIORATED AS 11, K2
i ANDES HEREIN, CONTRAQICHA BHALL HAVE FLORIDA REGINTERED PROFESEIONAL
_L \ ENQNEAR VERIFY ADEQUADY OF BLILOING BTRUCTURE TO RESIOT SUPIRIMPOSED
J_:l:‘: | LOADS 11, A2, ANDF3,
0.180 0. ALL WELEING SHALL B PERFORMED BY QUAL IFED WELDERS (N ACCORDANCE WITH
A3 BPECIFICATIONS, LATEST EOITION, ALL WELDING ELEQTRODES BHALL OOH FORM TO
Q 0.219 = AWS AS,1, GRADE E-70. MINIMUMWELDING PROCESS SHALL DE AR WELDING AWB E7014
. N __I l._ 0.218 OR Wi WELDINO AW BRT05-S,
i \ ﬂ’é":f 'I’-légl.)aaﬁbELng HUT . .L. 7'”2’:::;'&?;5%:91“ BOES HOTINCLUDE STUCCO MIMSH,
Hg -‘l [ MIN, #24 OA AT tad" ON CENTER —t 2000 - ]_:I'EZ*I: ‘) s:mcﬂons BHALL BE INSTALLED gackgcmnmcz vﬁma&nuncruneﬂa
| A, 1000 L : : 0.187 0,654 =t - SPEGIFIGATIONS,
I : L 5 ) N ’ . 0.531 _J i‘- 1.000 : e.s:mm IN PLACE INBUILATION, TESTED IN AGCORDANCE WITHADTM E-84 AND D520 [
Poq 307 N (2)2x 2 x 1/8 ASTM A38 STEEL OR — i -1 2000 |- X MINERAL WOOL INBULATION.
-2 ‘ nr '."'i". (©)2x2.105 STAINLESG STEEL \ : . : i 1000 1~ 0531 9. DOCR MAY BH INSTALLED ON THE INSIDE OR CUTSIDS OF AN EXTERIDRWALL.
RN . } ) ™ 0
:1:, N "‘". = MIN, #20 GA ” . _‘ \ (!m . 2'50 o ;'i"’_’_ ) g SYMMETR!CA'L s 200 4500 i i 1 l ;qé oasag.mammawuwamasams HOT BEEN USED IH THE OESIGH OF THIS
ALY OPTIONS: T 4 ABOUTG " 1.250 0.628 SYMMETAICAL —
1 WEATHERING (SHOWN) l oo ] 49— ABOUT§ 1.260 THE COOKSON COMPANY, INC.
) OR SENSING EDGE I T T (W" 2817 9. 6O AVENUE 600 TULIP DRIVE
BEE NOTE i o313 v "‘l L 0813 A PHOEND, AZ 83043  GASTONIA, NG 26052
- |~ 0583 —~ }—os0 ,"ﬁ;'"“‘ Baars
SLATDETAIL @ EH.MKLW.INRI&QK%ETAL ' DADE COUNTY ARPROVED
TYPIGAL SECTION QAST MALTERBLE IRON ABTH A€Y, BRADE 1510, ORt 144" LATED
ATMASS3 NELAB TYPE A GRADE 40 040 o ( BoTTOMBARDETAL, O ACOROANGE WATH AGT AVZD, ORADH 39 S COATHE oAgT muu%&%na azhi, OR 5" WIDE 120 PSF INSU
ASTH M43 STRUGTUAAL BTBEL GRADE 40 GA0 TYPICAL BEOTION H w DUOTILE IRON PER ASTM ASY8 GRADE 55-45-12, GALVANIZED N ROLLING STEEL DOOR
SRTYPR 304 BTAWLESA STEEL (L. VELOAD000 s} FULL BOMLE yaaona AGLCRDAKCAVITH ASTAIAIZ), ORADE 88 IRC.COATHG , s
ORTYPa 201 STAMLASA STEEL (I VIELO 4,000 a1 D lR- W\G"Jlol FBC-145-120-DC-01 .

[] I

‘F 4

F™™ 510 4 A3 NOTED

op 2

IQHEE.T 1
1



¥

8 L 1 i g i 5 4 1 3 ] 2 L 1
| LTR REVISION nate_ | ey | Beo.
) * loriama ssue oo | am [ o
7 J5 MINIMUM "CONGRETE FASTENER SPACING 10 SAE GR. 5, SAE GR. 8 ' )
e ————————————————————————————— ¥ Ve = W2
EDGE DISTANCE CONGRETE VRN sgsme)nen . i‘sm A3I50R A48D HEX HEAD BOLT,
a. STRENGTH (poly |t L) K % %10 NUT AND %" HARDENED % W OPTIONAL
' 4, 3000 712 SIMZSON FLAT WASHERS AT 10" O.C. STEEL MOUNTING
" R A000 [N 912 OPT(ONAL
. . . (WELD ENTIRE
A, e ‘ i = / o |/ sTeELMouNTING Jal/2 419 PRRIMETER OF $LOT)
EXISTING __/ A S g Yorere EXISTING STEEL _/ UL L EX(STING STEEL '
CONCRETE hd : 4 ) ' STRUCTURE 2l Y s 2L X L S // y 7/ STRUGCTURE VS, L L X LY S L . ///
STRUCTURE \ : T ' FZ(Z)/
™ ™~
%" HILTI KWIK BOLT $ D i f AV 8
474" MiN, EMBEDMENT i // //
r \ 1 5
OR i —VJ;J
“31 —H " % smPson weoeE-ALL =] EH- e Al %A } F3 e 1 : / P
SLP [ 5" MIN. EMBEOMENT L ; aup ) # f\ N —— | /
0.650 (SEE TABLE FOR SPACING) 0.656 , 0856 N
N0 ) . 3 Q —T \/ '
. z J z 4 F1(E) F1(2)
BUIDE SETBACK _| GUIDE SETBACK " GUIDE SETBACK
J5" STANDARD ¥ 8TANDARD | Krstanparo T} [T
A—— OPENING WIDTH — /— OPENING WIDTH —— #— OPENING WIDTH — v
A—— 145" MAX. DB.G. o A 1% —] —— 145" MAX. D.B.6. % £} 1% -+ A 255" MAX, D.BO. 4% i 1% e —— |
GUIDE ASSEMBLY QUIDE ASSEMBLY ' GUIDE ASSEMBLY LUNREDUCED WIND FORCES
CONCRETE 8TRUGTURE STEEL STRUGTURE . eACKEr PACKOE STEEL STRUCTURE OGN BUILDING STRUGTURE
s ON BULDING STRY
HRACKET BUILDING DESIONER NOTE:
MOUNTING STRUCTURE MUST BE DESIGNED TO SUPRORT F{, F2, AND F3 FORCES (LB5./FT. OF OPENING
HARDWARE HEIGHT) AT EACH JAMSB,
DM N WALL ANGLE FORCES ON STRUCTURE (L83  FOOT OF HEIGHT)
ZQUIDE — —__EGUDE_____
Yetax 1 ] 1| FOSITIVE NEGATIVE POSITNE NEGATIVE |
CARRIAGE BOLT ORS ﬁ i Fi | 72 | ¥3 | e1 | F2 | Fa | M | F2 | ¥8 | F1 | F2 | Fa
Ji" FLAT WABHER — 2207 | 1422 | 2014 | 4134 | 4009 | 2614 | 6471 | 6600 | 2614 | 6464 { 6310 | 2644
Y13 HEX NUT [ie1] —_I—L
\; PRODUCT RENEWED
os complying with the Florids
a3 1y SHAFT ASSEMBLY Building Code
}c&"AnmAeE BOLT GRS BRACKET PACKOFF Acceptance No %%
FLAY WAGHER Expiration
13 HEX NUT vy I/-
THI3 FASTENERON 17* @D E Ry
A TARGER GoLS GOIL Miami Produet Control  |o
§ DIMENSION
. WEDGE ANCHOR, SLEEVE ANGHOR, OR
Y13 x W § T%HRU BOLT FOR GONGRETE 8TRUCTURE
CARRIAGE BOLT GRS ooIL 16 x 1" HEX HEAD CAP SCREW OR WELD FOR
¥ FLAT WASHER _— DR on 8TEEL STRUCTURE TYP, AT (2) BLOTS
Y3 HEX NUT D
2" /
1 tn QOIL
\\\\\‘“" 1144, 7, oiRiRlon | -
UNTING D & q?\‘\ . D’)fo %, ! , -~
0.172 MIN, THICIOIESD &G eeverre, : & i
* 2" EXTEHEION WHEN & AHD LARGER 8HART ASSEMALY 18 SURPLIED Xy, @ o8 E % :
SCALe: FULL - 0 \,\c‘ N 8@". ‘(p ‘ BRACKET
= f No. 7768 L g PLATE i & § Ty’cooxson COMPANY, INC.
e * ASSEMALY : §
¥ 3 * ? A= sy — ¥y x 2 ABTM A% STEEL THRU 19" COIL @m MATS SOhAVENUE 800 TULIP DRVE
/ X SYATEOF ‘o = N % x 2 ASTM A38 STEEL OVER 19" COIL (AZBES  GABTONIA,
- N S g 5 : ' , nl{:llmg Doors
- a (]
z Q. ».,fil OR\O?’:.,» {g‘f S \ /—\ © spHiooD T DETAL DADE COUNTY APPROVED
og - =
P / e, 6\&? oeees? \.\("9 & L j WALL O T 145" WIDE 120 PSF INSULATED
9 [S/re %, YTONSL © - BRAGHET To o , FASTENER SeALs: TS ROLLING STEEL DOOR
“"l}“ T “\\ BRACKET MOUNTING PER DETALL & GEFICIRD, ] TV |
OTHER BRACKET HOLKTINGS ARE AVALAELE D |r. maooi0{ FBC-145-120-DC-02 ¢
[FORE"1:2 8 A8 NOTED Tier_ 2 o 2
J T 4 T 7 T 5 ry 1 3 | ] 1



